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BE MECHANICALLY RESTRAINED:

A—FOR SLEEVE TYPE MACHINED COUPLING

PIPE, TIE BACK TO NEXT COUPLING

B—FOR BELL AND SPIGOT PIPE, TIE TO BELL‘\
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NOTES:

1. BLOW=OFF PIPE TO BE TYPE K SOFT COPPER
OR BRASS.

2. ALLOWED IN MASTER METER AND
READ AND BILL DISTRICTS ONLY.
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